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Introduction
Recent years has seen a growing concern about the air quality in underground garage. In such a highly closed space, it is difficult for the air inside the underground garage to exchange with ground air. The toxic gases emitted by cars in the garage may overaccumulate, such as carbon monoxide (CO), nitrogen oxides (NOx) and hydrocarbons. Large quantities of harmful gases will reduce the air quality and human body comfort even lead disease or death. And among them, produced CO is more toxic and concentrated than the other harmful gases in process of vehicles cold starting and idle speeding (Chen, 2001 ). Hence, this paper attempts to control CO concentration by ventilation in order to solve the problem of air quality.
To control CO concentration, the key lies in the relationship between air flow and pollutant distribution, as the air quality in underground garage may vary with the ventilation conditions. So far, this relationship has been mainly explored through field experiment and numerical simulation. The typical field experiments are reviewed as follows. Xu (2015) investigated the flow field in underground space by tracer gas method, revealing that different ventilation states lead to different distribution of tracer gas. Kierat et al. (2018) applied the same method to assess the exposure of indoor breathing air, and found that the exposure of indoor air pollution is affected by the air flow interaction in the breathing zone. With the aid of federal equivalent method, Zhao et al. (2017) studied the seasonal concentrations of PM 2.5 and other pollutants in underground garage, concluding that natural ventilation alone cannot dilute particles effectively in the residential garage. Targeting a wavy air-water interface, Buckley and Verson (2017) measured the airflow through laser induced fluorescence (LIF) flow visualization and particle image velocimetry (PIV). Zhang et al. (2008) adopted the hydroxybenzene reagent method to capture the concentration of formaldehyde, and discovered that the air quality is severely affected by the emission of materials in the compartments of many compact cars sold in China.
The numerical simulation has been increasingly employed recently, thanks to its low consumption of manpower and materials. The fluid state is usually simulated by the computational fluid dynamics (CFD). Concerning pollutant distribution and flow field in closed space, the existing studies either resort to CFD simulation or rely on field experiment. There are relatively few studies that combine these two approaches. To make up for this gap, the CFD simulation and field experiment are combined in this paper to discuss the CO concentration at an underground garage. The experimental data help determine parameters of boundary conditions, and verify the availability of the modelling, thus ensuring the simulation accuracy.
Generally, the structure of underground garages is different due to various requirements, however they are common in their special characteristics such as high air tightness and structural independence. Although the results of this real case may not apply to all cases, the proposed method in this paper that combines the CFD and field experiment is proved available. The ventilation analysis of different underground garages only needs to adjust the geometry model and the relevant environmental parameters. This paper tackles a real problem in an underground garage within a university of southwestern China's Sichuan Province. The photos and model of the garage are presented in Figure 1 . The cars in the garage were defined as pollution sources.
Methodology

Research object
As shown in Figure 1 , the 48 m × 45 m × 3 m (L×W×H) garage has about 200 parking spaces, 3 aisles (b~d) and one secure channel (f). Under pressure difference, a limited amount of fresh air can enter the garage through ventilation shafts (e). The airflow in the garage is driven by the thermal and wind pressures from the natural ventilation system, and the mechanical force of fans. The measured pressure is positive at each ventilation shaft, and negative at the entrance. This means the fresh air flows into the garage from the entrance and leaves from the shafts. The flowing process is illustrated in Figure 2 . The space of underground garage is divided into three areas by two internal walls with four exhaust fans located in different positions ( Fig. 3) . Each fan runs at 500~750 rpm, propelling 32,000~42,000 m 3 fresh air per hour. In this research, several ventilation conditions were simulated by the CFD, and verified by the experimental data. On this basis, the most cost-effective control plan for CO concentration was selected as the optimal solution.
Field experiment
The underground garage was divided into four areas for measurement, namely, the parking lots (D), secure channel (A), aisles (B), plus the entrance and exit (C) (Fig. 4) . The CO concentration was measured in rush hours (i.e. 8am, 12pm and 2pm) as well as at 10am and 4pm. The data collected at two hours later were taken as control data. The air velocity and CO concentration were respectively measured by a hot-wire anemometer (error: ± 0.03; range: 0.15~30 m/s) and a Z500XP CO sensor (error: ± 0.05; range: 0~300 ppm) ( Fig. 5) . Before measuring the air velocity, the probe of the hot-wire anemometer should be set perpendicularly to the wind direction. During the measurement, the CO sensor should be turned on and placed at the measuring point for a few minutes. http The CO concentration of the aisles must be strictly controlled to protect the health of pedestrians. The three aisles in the underground garage were numbered as aisle 1, aisle 2 and aisle 3. Five measuring points were arranged in the middle of each aisle at an equal interval from the entrance to the exist ( Fig. 6 ).
Figure 6. The aisles and measuring points
To investigate whether the outside environment will affect the airflow and CO diffusion in the underground garage, air velocity and CO concentration are measured respectively at each measuring point and outdoor for several times in one week. The mean of the five results was taken as the final value, when record the CO concentration, the unit "ppm" was converted into "mg/m 3 ":
where T is the measured temperature; P is the measured pressure (Bar); M is the molecular mass of the measured gas.
The measured data are recorded in Tables 1 and 2. The results from Tables 1 and 2 directly show the CO concentration and air velocity of each measuring point and outdoor. It can be found in Table 1 With air velocity ranging from 2.5 to 5.6 m/s, the air flow of each measuring point is stable within 0.5 m/s. This fully demonstrated that the underground garage is a greatly sealed space. Although the environmental factor of outdoor has impact on airflow of underground garage, it affects the entrance and exit which are set as boundary in simulation more. Hence, it is just need change the parameter of boundary condition when simulate the air status of underground garage.
CFD numerical simulation
(1) Governing equations
The governing equations include the conservations of mass and momentum (Dokos, 2017; Su et al., 2019) :
Conservation of mass:
Conservation of momentum:
There are many CFD models with different functions and applicable scopes. There are some models can be selected in CFD, the function of each model is different and can be used in various industries. In terms of function, the models were summarized by Varga et al. (2017) standard K-epsilon (k-ε), Re-Normalisation Group (RNG) k-ε, and realizable k-ε. Among them, the standard k-ε model is chosen in our research. The two basic transport equations and the component transport equation of this model can be respectively expressed as:
where μx, μy and μz are the velocity component in the x, y and z directions, respectively (m/s); t is the time(s); ρ is the density (kg/m 3 ); i and j are the serial number of the three directions and the 3D coordinates (i = 1, 2, 3; j = 1, 2, 3); Uj is the mean velocity of the three directions; μi and μj are the pulsating velocity components of different directions; Vt is turbulence viscosity coefficient; Ci is the per-unit CO concentration; Si is the pollution source; D is the diffusion coefficient (m/s). http 
3) Computational domain and meshing
Since its birth in 1953, numerical simulation has been steadily improved. In 1973, Bruce and Peaceman simulated the 1D unsteady and radial flow of the gas phase. With the rapid development of computer science, the CFD has proliferated rapidly to various industries. Considering its complex structure, the underground garage was simplified into a collection of regular geometric figures. The parking spaces and internal walls were treated as equal size rectangles, while the ventilation shafts were considered as equal size circles. The entire garage was meshed into 224,094 tetrahedral grids (Fig. 7) . 
) Boundary conditions and gas components
The entrance, the exit and the ventilation shafts were considered as velocity boundaries. The air velocity measured at such boundaries was 1 m/s in the experiment. The rectangles in the grid model, which represent the parking spaces, are set as pollution sources. The standard wall function was adopted.
The parameter of fluid (i.e. the gas components in underground garage) are necessary, owing to the use of the component transport equation in the simulation. The gas components be added were determined as CO, CO2, N2, O2 and water vapor. The parameter of each gas component was set to be same as the air, except CO and CO2, which is a source of pollution. The mass diffusivity of CO was obtained from the test: 1.0368 m 2 /h. After defining the boundary conditions, the CO concentration and air velocity were simulated under natural ventilation. Since the breathing height of a person is about 1.5 m, the plane of "axis z = 1.5 m" was selected to output the simulation results.
Results and discussion
Validation and analysis
The simulation results were verified against the data of field experiment, aiming to verify that they are not outliers.
(1) Validation of air velocity Figure 8 shows the contour of the simulated air velocities and Figure 9 presents the simulated air velocities of each aisle. Obviously, aisle 1, which is the closest to the entrance, had the fastest air velocity among all aisles. Besides, the air velocity decreased with the growth in the distance to the entrance. In aisles 2 and 3, the air velocities were stabilized between 0 m/s and 0.5 m/s. http Figure 10 compares the simulated data and experimental data on the air velocity at each measuring point of each aisle. During the experiment, the air velocity of each aisle was measured at 12 points, which were arranged at an equal interval from the entrance to the exit. Distance on the transverse axis of the figures below is the distance between measuring point and wall of where secure channel located. Each experimental value was taken from the mean of five repeated measurements. As shown in Figure 10 , the simulation error is obviously acceptable.
(2) Validation of CO concentration
The CO concentration of the underground garage was simulated under natural ventilation. The simulated results are shown in Figures 11 and 12. During the field experiment, the CO concentration at each of the five measuring points of each aisle was measured at the five time points of 8 am, 10 In rush hour 8 am, 12 am, and 2 pm, the CO concentration in B and D increased obviously, but in A and C, the CO concentration changed slightly. This is because the http://www.aloki.hu • ISSN 1589 1623 (Print) • ISSN 1785 0037 (Online) DOI: http://dx.doi.org/10.15666/aeer/1704_90659081  2019, ALÖKI Kft., Budapest, Hungary area A and C is close to the outside and is easier to obtain the gas exchange. Area B is the pollution source and the CO concentration in area B that consists of three aisles is major object in the analysis. By comparing the data from Tables 3 and 4 , it is obtained that in the underground garage, the CO concentration of measuring points will be affected by the inlet and outlet. Hence, the CO is mainly distributed in center underground garage which means the max CO concentration appears in this area. As can be seen in Table 4 , the CO concentration was higher in aisle 1 than in the other two aisles. The CO level in aisle 1 was above the required level of 30 mg/m³, indicating that more fresh air should be introduced to this aisle. The simulated and experimental data of the three aisles are compared in Figures 13-15 .
The above figures show that the simulated data of each aisle deviated from the experimental data by only 5~20%, far lower than the allowable error (20%) for engineering application. Thus, the simulation results are proved as valid. 
Discussion of the ventilation plan
The key to mechanical ventilation lies in the wind volume, which is positively correlated with the running time of the fan. If the fan works continuously for the entire day, the pollutants can absolutely be emptied, leading to a better air quality. However, the prolonged operation of the fan will produce lots of noises and consumes much energy and money. Thus, it is very important to determine the running time of the fan.
The simulated data show that the CO concentration in most areas of the garage was below the required level of 30 mg/m 3 , except the central part. Besides, aisle 1 had a higher CO concentration than the other aisles. Therefore, the next step is to simulate the operation of fan 3#, which is responsible for ventilating aisle 1. The running time of the fan was determined by the air volume needed to maintain the air quality in the garage:
where M is the CO volume; C2 is the maximum CO concentration; C1 is the minimum CO concentration. M can be calculated as: where n is the number of cars; r is the frequency of cars entering the garage; q is the CO volume released per car; t is the operating time of each car in the garage. The value of M was calculated as 5,304 g and the air volume needed to maintain the air quality in the garage was determined as 53,040 m 3 . The running time was set empirically to 20 min, three times per day in the rush hours, for the following reasons: the CO concentration under natural ventilation is only slightly above the required level; it is unknown how long the fan must run before the CO concentration falls below the required level. Moreover, the outlet of the fan was set as the velocity boundary with the velocity of 6 m/s. Under these conditions, the author performed a simulation on the mechanical ventilation and analyzed whether the CO concentration can meet the required level in rush hours. The simulated CO concentrations are illustrated in Figures 16 and 17 .
As shown in the figures above, when the fan ran for 20 min, the CO concentration of the whole garage was controlled effectively, except for some points in aisle 1 (> 30 mg/m 3 ). Thus, the running time of the fan was extended to 30 min each time for another simulation. The simulated CO concentrations are displayed in Figures 18 and  19 .
The above figures show that, when the fan ran for 30 min, the CO concentration of each aisle was controlled below the required level. The airflow of one fan in operation is different from that of several fans operating together. However, it is unnecessary to turn on all the fans in the garage at the same time, because the CO concentration is only slightly above the required level. Considering that aisle 3 had denser CO than aisle 2, the author continued to simulate the CO concentration in the garages with fan 3# (aisle 1) and fan 4# (aisle 3) running for 10 min, three times a day in the rush hours. The simulated CO concentrations are displayed in Figures 20 and 21 . As can be seen from the above figures, when the two fans ran 10 min together, the CO concentration of each aisle was below the required level, indicating the two-fan ventilation plan is satisfactory. The same ventilation effect can also be achieved through the simultaneous operation of 3 or 4 fans for a shorter time. The three-fan or four-fan ventilation plans were not considered because they must be noisier and costlier than the two-fan ventilation plan. Moreover, according to the nameplate of the fans, the power of each fan is about 24 kw, it means that this ventilation scheme can save about 1.44 × 10 4 kJ electricity power comparing with another scheme.
Compared with other studies about ventilation in underground garage, the method used in this paper that combining field experiment and simulation is more convenient and effective. In practical cases, more measurements make the analysis more accurate. However, measuring at the necessary area and using the measuring data into the simulation, then carrying out analysis with the finite element method is simpler and effective. Although error of numerical simulation cannot be avoided, confine it in a low range by optimizing the grid and choosing an appropriate algorithm can solve this problem. http 
Conclusions
This paper combines numerical simulation with field experiment to study the pollutant diffusion and ventilation of an underground garage. Firstly, a numerical model was established to explore the diffusion features of pollutants under natural ventilation, and several ventilation plans were designed. After that, the flow field of the garage was investigated with the entrance, exit and ventilation shafts being considered as velocity boundaries, the air in the garage as an incompressible fluid, and the state of air flow as a turbulent flow. The simulated results show that the CO concentration of the garage was slightly above the required level (30 mg/m 3 ).
Considering the rated capacity of each exhaust fan, the first ventilation plan was designed to let one fan run for 20 min, three times a day in the rush hours. This plan was found to lower the CO concentration, but not below the required level. Thus, the second plan was designed to increase the running time to 30 min per time. The simulation results show that the second plan reduced the CO concentration in each aisle below the required level, indicating that this plan is satisfactory. Similarly, the third plan was simulated with two fans running together for 10 min per time, and proved satisfactory as well. This plan is enough for the ventilation of the garage because the three-fan or fourfan ventilation plans must be even noisier and costlier. The second and third ventilation plans were further compared. The third plan, i.e. the two-fan plan, was selected as the optimal ventilation plan, because it consumed 33% fewer power.
